SAGU - 2024

NOz-| NOs | As |NTG 22°c|NTG 37°¢| €OMO™ | £ coli |Enterococi|Clostridium
i perfringens
Valori max. admise Fara Fara
Ordonanta nr.7 din 0.5 50 10 | modificari | modificari 0 0 0 0
18.01.2023 anormale | anormale
numar/ |numar/| numar/ numar/
mg/l | mg/l | g ) ) 100 ml |100 mI| 1200ml | 100 ml
SAGU, APA BRUTA - 2024
Data COd, NO2-| NOs3- | As |NTG 22°C[NTG 37°C Collform E. coli |Enterococi Clost_r 20U
proba [ perfringens
10.04.2024 376 0.00 | 57.22 0 0 0 0 0 0 0
Minim 0.00 | 57.22 0 0 0 0 0 0 0
Mediu 0.00 | 57.22 0 0 0 0 0 0 0
Maxim 0.00 | 57.22 0 0 0 0 0 0 0
Nr. probe 1 1 1 1 1 1 1 1 1
Depasiri 0 1 0 0 0 0 0 0 0
% Depasiri 0.00 [ 1.00 | 0.00 0.00 0.00 0.00 0.00 0.00 0.00
NECESAR - 2024
NOz-| NOs | As |NTG 22°c|NTG 37°¢| COO™ | £ coli |Enterococi|Clostridium
i perfringens
Necesar 3 3 3 3 3 3 3 3 3
Probe ramase 2 2 2 2 2 2 2 2 2




