SAGU - 2024

NTG

NTG

Culoare | Gust [ Miros | Turbiditate | Conductivitate | pH |NH3s-|NO2-| Oxidabilitate | Duritate| Cl- | SO42- | NOs- Fe Mn As Cl2 299 37°C Coliformi | E. coli | Enterococi
Valori max. admise 65- 01- Fara Fara
Ordonanta nr.7 din Acc. | Acc.| Acc. 5 2500 ! 05| 05 5 min.5 | 250 250 50 200 50 10 ! modificari | modificari 0 0 0
’ 9,5 0,5
18.01.2023 anormale | anormale
unitati o B R numar/ 100| numar/ numar/
- TON| TFN NTU uS/cm de pH mg/l | mg/l mgO2/I DH mg/l | mgl/l mg/l ua/l pg/l | pg/l | ma/l ml 100 ml 100 ml
SAGU, IESIRE STATIE DE TRATARE - UZINA DE APA -202
Cod . - - o . NTG NTG . . . .
Data o Culoare | Gust | Miros | Turbiditate | Conductivitate | pH [NHa-[NO2-| Oxidabilitate | Duritate | CI- | SO42- [ NOs- Fe Mn As | Clz 29°C 37°C Coliformi | E. coli | Enterococi
10.04.2024 377 0 0 0 0.223 764 7.14 |0.00 | 0.00 1.05 15.44 |16.02 | 22.02 | 45.15 18 2 0 |[030 0 0 0 0 0
Minim 0 0 0 0 764 7 0 0 1 15 16 22 45 18 2 0 0 0 0 0 0 0
Mediu 0 0 0 0 764 7 0 0 1 15 16 22 45 18 2 0 0 0 0 0 0 0
Maxim 0 0 0 0 764 7 0 0 1 15 16 22 45 18 2 0 0 0 0 0 0 0
Nr. probe 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1
Depasiri 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
% Depasiri 0.00 |0.00| 0.00 0.00 0.00 0.00 | 0.00 | 0.00 0.00 0.00 | 0.00 | 0.00 | 0.00 [ 0.00 | 0.00 | 0.00 | 0.00 0.00 0.00 0.00 0.00 0.00
SAGU, RETEA DISTRIBUTIE CRUCENI - Gridiniti cu program normal Cruceni, nr.178, tel.0257418484 - 2024
Cod . . - - . NTG NTG . . . .
Data — Culoare | Gust | Miros | Turbiditate | Conductivitate | pH [NH3-|NOz-| Oxidabilitate | Duritate | CI- | SO42- | NOs- Fe Mn As Cl2 299G 37°C Coliformi | E. coli | Enterococi
10.04.2024 378 0 0 0 0.338 731 7.21 | 0.00 | 0.00 0.96 15.71 |14.09 | 20.48 | 45.62 19 29 0 |015 0 0 0 0 0
Minim 0 0 0 0 731 7 0 0 1 16 14 20 46 19 29 0 0 0 0 0 0 0
Mediu 0 0 0 0 731 7 0 0 1 16 14 20 46 19 29 0 0 0 0 0 0 0
Maxim 0 0 0 0 731 7 0 0 1 16 14 20 46 19 29 0 0 0 0 0 0 0
Nr. probe 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1 1
Depasiri 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
% Depasiri 0.00 |0.00| 0.00 0.00 0.00 0.00 | 0.00 | 0.00 0.00 0.00 | 0.00 | 0.00 | 0.00 [ 0.00 | 0.00 | 0.00 | 0.00 0.00 0.00 0.00 0.00 0.00
NECESAR - 2024
. - - - . NTG NTG . . . .
Culoare | Gust | Miros | Turbiditate | Conductivitate | pH [NHs-|NOz2-| Oxidabilitate | Duritate | CI- | SO42- | NOs- Fe Mn As Clz 299G 37°C Coliformi | E. coli | Enterococi
Necesar 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6
Probe ramase 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4 4







