FELNAC - 2024

Culoare | Gust | Miros | Turbiditate | Conductivitate | pH |NHs-|NO2-| Oxidabilitate | Duritate | CI- | SOs2- | NOs- Fe Mn As | Cl ’2\‘;? ?[\;IGC Coliformi | E. coli | Enterococi
Valori max. admise 65- 01- Fara Fara
Ordonanta nr.7 din Acc. |Acc.| Acc. 5 2500 ! 05| 05 5 min. 5 | 250 250 50 200 50 10 ! modificari | modificari 0 0 0
9,5 05
18.01.2023 anormale | anormale
unitati o } R numar/ | numar/ numar/
- TON| TFN NTU uS/icm de pH mg/l | mg/l mgO2/| DH mg/l | mg/l mg/l uo/l o/l | pa/l | mg/l 100 ml 100 ml 100 ml
FELNAGC, IESIRE STATIE DE TRATARE - UZINA DE APA - 2024
Cod . -~ L - . NTG NTG . . . .
Data - Culoare | Gust | Miros | Turbiditate | Conductivitate [ pH |NHs-|NO2-| Oxidabilitate | Duritate | CI- [ SOs2- | NOs- Fe Mn As | Cl2 299G 37 °C Coliformi | E. coli | Enterococi
11.04.2024 391 0 0 0 0.383 650 7.31 ] 0.00 | 0.00 0.89 21.82 | 11.86 | 14.29 | 38.52 7 1 0 |032 0 0 0 0 0
08.08.2024 800 0 0 0 0.130 652 7.35 ] 0.00 | 0.00 0.94 21.28 |12.70 | 14.47 | 35.60 6 1 0 |0.30 0 0 0 0 0
Minim 0 0 0 0 650 7 0 0 1 21 12 14 36 6 1 0 0 0 0 0 0 0
Mediu 0 0 0 0 651 7 0 0 1 22 12 14 37 7 1 0 0 0 0 0 0 0
Maxim 0 0 0 0 652 7 0 0 1 22 13 14 39 7 1 0 0 0 0 0 0 0
Nr. probe 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Depasiri 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
% Depasiri 0.00 |0.00| 0.00 0.00 0.00 0.00 | 0.00 0.00 0.00 0.00 | 0.00 | 0.00 [ 0.00 [ 0.00 | 0.00 | 0.00 | 0.00 0.00 0.00 0.00 0.00 0.00




FELNAC, RETEA DISTRIBUTIE FELNAC - Scoala gimnaziali "Aurel Sebesan" Felnac nr.397 - 2024

Data p(::t?a Culoare | Gust | Miros | Turbiditate | Conductivitate [ pH |NHs-|NO2-| Oxidabilitate | Duritate | CI- [ SOs2- | NOs- Fe Mn As | Clz ’2\‘;2 ?’:‘71% Coliformi | E. coli | Enterococi
11.04.2024 392 0 0 0 0.226 655 7.38 ] 0.00 | 0.00 0.89 21.92 |11.25| 13.38 | 35.26 5 0 0 |0.38 0 0 0 0 0
08.08.2024 801 0 0 0 0.141 654 7.39 | 0.00 | 0.00 1.02 20.26 |13.59 | 13.21 | 35.08 [ 10 1 0 |017 0 0 0 0 0

Minim 0 0 0 0 654 7 0 0 1 20 11 13 35 5 0 0 0 0 0 0 0 0
Mediu 0 0 0 0 655 7 0 0 1 21 12 13 35 8 1 0 0 0 0 0 0 0
Maxim 0 0 0 0 655 7 0 0 1 22 14 13 35 10 1 0 0 0 0 0 0 0
Nr. probe 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2
Depasiri 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0 0
% Depasiri 0.00 [0.00] 0.00 0.00 0.00 0.00 | 0.00 0.00 0.00 0.00 [ 0.00 [ 0.00 | 0.00 | 0.00 | 0.00 | 0.00 | 0.00 0.00 0.00 0.00 0.00 0.00
NECESAR - 2024

. . . - . NTG NTG i . . .

Culoare | Gust | Miros | Turbiditate | Conductivitate | pH |NHs-|NO2-| Oxidabilitate | Duritate | CI- [ SOs2- | NOs- Fe Mn As | Clz 29°C 37 °C Coliformi | E. coli | Enterococi
Necesar 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6 6
Probe rimase 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2 2




