GURAHONT - 2024

NO2- | NO=- | As |NTG 22°C|NTG 37°C| 2™ | £ coli |Enterococi| < OSHdIUM
i perfringens
Valori max. admise Fara Fara
Ordonanta nr.7 din 0.5 50 10 | modificari | modificari 0 0 0 0
18.01.2023 anormale | anormale
ma/l | man i i i numar/ [numar/| numar/ numar/
g gt | K 100ml {100 mi| 100ml | 100 ml
GURAHONT, APA BRUTA - 2024
Data Cod |\ ox| NOs- | As [NTG 22°¢ [NTG 37°¢| €M™ £ coi [Enterococi|ClOStidiUm
proba i perfringens
23.04.2024 479 0.00 | 12.64 0 2 2 0 0 0 0
17.06.2024 642 0.00 [ 8.20 0 16 0 0 0 0
Minim 0.00 | 8.20 0 0 2 0 0 0 0
Mediu 0.00 | 10.42 0 1 9 0 0 0 0
Maxim 0.00 | 12.64 0 2 16 0 0 0 0
Nr. probe 2 2 2 2 2 2 2 2 2
Depasiri 0 0 0 0 0 0 0 0 0
% Depasiri 0.00 | 0.00 | 0.00 0.00 0.00 0.00 0.00 0.00 0.00
NECESAR - 2024
NOz-| NOs- | As |NTG 22°c|NTG 37°¢| €M™ £ coli [Enterococi|ClOStIdiUm
i perfringens
Necesar 3 3 3 3 3 3 3 3 3
Probe ramase 1 1 1 1 1 1 1 1 1




