CERMEI - 2024

NOz- | NOs- | As |NTG 22°¢ [NTG 37°¢| €M™ | £ coli |Enterococi|C1OStridium
i perfringens
Valori max. admise Fara Fara
Ordonanta nr.7 din 0.5 50 10 | modificari | modificari 0 0 0 0
18.01.2023 anormale | anormale
ma/l | mat i i i numar/ |numar/| numar/ numar/
gt| Mgt He 100ml [100mI| 100ml | 100 ml
CERMEI, APA BRUTA - 2024
Data Cod | Noo-| NOs- | As [NTG 22°¢|NTG 37°¢ | COMTO™ | £ coli [Enterococi|Clostridium
proba i perfringens
16.04.2024 423 | 0.00 | 0.00 85 8 0 1 0 0 0
25.07.2024 767 | 0.00 | 0.00 85 10 0 12 0 0 0
18.11.2024 1150 | 0.00 | 3.11 35 0 0 0 0 0 0
Minim 0.00 | 0.00 35 0 0 0 0 0 0
Mediu 0.00 | 1.04 68 6 0 4 0 0 0
Maxim 0.00 | 3.11 85 10 0 12 0 0 0
Nr. probe 3 3 3 3 3 3 3 3 3
Depasiri 0 0 3 0 0 2 0 0 0
% Depasiri 0.00 | 0.00 | 1.00 0.00 0.00 0.67 0.00 0.00 0.00
NECESAR - 2024
NOz | NOx- | As [NTG 22°C|NTG 37°¢| €M™ | £ coli |Enterococi|S'ostridium
i perfringens
Necesar 3 3 3 3 3 3 3 3 3
Probe ramase 0 0 0 0 0 0 0 0 0




