SAGU - 2024

NOz- | NOs- | As |NTG 22°¢ [NTG 37°¢| €M™ | £ coli |Enterococi|C1OStridium
i perfringens
Valori max. admise Fara Fara
Ordonanta nr.7 din 0.5 50 10 | modificari | modificari 0 0 0 0
18.01.2023 anormale | anormale
ma/l | mat i i i numdr/ |numar/| numar/ numar/
gt| Mgt He 100ml |100ml| 1200ml | 100 ml
SAGU, APA BRUTA - 2024
Data Cod 1 Noo-| NOs- | As [NTG 22°¢| NTG 37°¢ | O™ [ £ ot |Enterocaci|C1ostridium
proba i perfringens
10.04.2024 376 | 0.00 | 57.22 0 0 0 0 0 0 0
05.06.2024 606 | 0.00 [ 55.58 0 0 0 0 0 0 0
19.08.2024 806 | 0.04 | 42.60 0 0 0 0 0 0 0
Minim 0.00 | 42.60 0 0 0 0 0 0 0
Mediu 0.01 | 51.80 0 0 0 0 0 0 0
Maxim 0.04 | 57.22 0 0 0 0 0 0 0
Nr. probe 3 3 3 3 3 3 3 3 3
Depasiri 0 2 0 0 0 0 0 0 0
% Depasiri 0.00 | 0.67 | 0.00 0.00 0.00 0.00 0.00 0.00 0.00
NECESAR - 2024
NOz | NOx- | As [NTG 22°C|NTG 37°¢| €M™ | £ coli |Enterococi|S'ostridium
i perfringens
Necesar 3 3 3 3 3 3 3 3 3
Probe ramase 0 0 0 0 0 0 0 0 0




