COMPANIA DE APA ARAD S.A.

strada Sabin 1d Romania, cod postal
CIF/cU 28

Capital varsat si sut
IBAN: RO72 RNCB O

SR

1

VINGA - 2026

Turbiditate Ch NTG 22°C | NTG 37 °C | Coliformi | E. coli | Enterococi

Valori max. admise Fara Fara
Ordonanta nr.7 din 5 0,1-0,5 | modificari | modificari 0 0 0
18.01.2023 anormale anormale
NTU mgl } : numar/ numar/ numar/

100 ml 100 ml 100 ml

REZERVOR UZINA DE APA - 2026

Data Cod proba | Turbiditate Cl NTG 22°C | NTG 37 °C | Coliformi | E. coli | Enterococi
09.02.2026 87 0.511 0.19 0 0 0
15.04.2026 340 0 0
22.06.2026 700 0.560 0.23 0 0 0 0 0

Minim 1 0 0 0 0 0 0
Mediu 1 0 0 0 0 0 0
Maxim 1 0 0 0 0 0 0
Nr. probe 2 2 2 2 2 2 2
Depagiri 0 0 0 0 0 0 0
% Depasiri 0.00 0.00 0.00 0.00 0.00 0.00 0.00

REZERVOR CASTEL DE APA - 2026

Data Cod proba | Turbiditate Ch NTG 22°C | NTG 37 °C | Coliformi | E. coli | Enterococi
09.02.2026 88 0.350 0.10 0 0 0
15.04.2026 341 0 0
22.06.2026 701 0.932 0.15 0 0 0 0 0

Minim 0 0 0 0 0 0 0
Mediu 1 0 0 0 0 0 0
Maxim 1 0 0 0 0 0 0
Nr. probe 2 2 2 2 2 2 2
Depasiri 0 0 0 0 0 0 0
% Depasiri 0.00 0.00 0.00 0.00 0.00 0.00 0.00

NECESAR - 2026

Turbiditate Cl2 NTG 22°C | NTG 37 °C | Coliformi | E. coli | Enterococi

Necesar 6 6 6 6 6 6 6

Probe ramase 2 2 2 2 2 2 2




